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Abstract. This paper presents a methodology for short-term load forecasting
based on genetic algorithm feature selection and artificial neural network
modeling. A feedforward artificial neural network is used to model the 24-h ahead
load based on past consumption, weather and stock index data. A genetic algo‐
rithm is used in order to find the best subset of variables for modeling. Three
datasets of different geographical locations, encompassing areas of different
dimensions with distinct load profiles are used in order to evaluate the method‐
ology. The developed approach was found to generate models achieving a
minimum mean average percentage error under 2 %. The feature selection algo‐
rithm was able to significantly reduce the number of used features and increase
the accuracy of the models.
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1 Introduction

Energy is of great importance for the functioning and development of all activities in
any nation. If the current pattern of energy consumption continues, at a global level, the
total world demand will increase by more than 50 % before 2030 [1]. Meanwhile, the
high demand for energy and its production causes degradation of the environment as
most energy resources are non-renewable [2]. Allied to the fact that big changes are
currently happening to the in the utility industry due to deregulation and an increase in
competition, policy makers and utilities are continuously seeking to identify ways to
increase energy efficiency and alternate energy sources [3].

The decision making in the energy sector has to be based in accurate forecasts of
energy demand, making forecasts one of the most important tools for utilities and deci‐
sion makers in the energy sector. Forecasts of different time horizons and different scopes
are essential for operation of plants and of the whole power system, “system response
follows closely the load requirement” [4, 5].
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Short-term time horizon load forecasting is usually used for the one-day ahead fore‐
casting and has a strong influence on the operation of electricity utilities. Many decisions
depend on this type of forecast, namely scheduling of fuel purchases, scheduling of
power generation, planning of energy transactions and assessment of system safety [6].

The load forecast can be related in complex and non-linear ways with various vari‐
ables such as the past consumption pattern, the season of the year, climatic conditions
and others. Several methods to model these relationships have been applied in the past
such as regression, econometric, time series, decomposition, co-integration, ARIMA,
artificial intelligence, fuzzy and support vector models [2, 7]. In the work of Lin et al.
[8, 9], a stock exchange index (TAIEX) was used in order to better the performance of
short-term load forecasting (STLF) at times of global economic downturn.

As intuition tells us that many different variables are correlated to the load
patterns intended to be predicted, feature selection (FS) becomes increasingly impor‐
tant in order to improve the forecasting performance, provide faster, more scalable
models and provide an understanding of the influence of the variables on the future
load [10]. Genetic algorithm (GA) is a search metaheuristic inspired in the process
of natural evolution [11] that can be used for the selection of the best feature subset
to be used for forecasting [12].

This paper proposes the use of artificial neural networks (ANN) together with GA
feature selection in order to model future load using the best possible subset of available
variables. Stock index variables are used in the study, together with weather and past
load data, with the intent of finding a relationship between financial markets behavior
and electricity demand. The rest of this paper is organized as follows: Sect. 2 presents
a relationship of the paper to cyber-physical systems. Section 3 deals with the applied
load forecast methodology. Section 4 presents the case studies for experimental evalu‐
ation. Finally, concluding remarks are given in Sect. 5.

2 Relationship to Cyber-Physical Systems

The smart grid is a concept with the purpose of intelligently integrating the generation,
transmission and consumption of electricity through technological means [13, 14].
Cyber-physical systems (CPS) are smart systems with physical and computational
components, seamlessly integrated and interacting to sense the changing state of the
world [15]. Meters, transformers, switchgear, lines, production plants are incorporating
a growing number of automatic control components with the need to effectively sense
the changes in the environment. Predicting the future state of the power grid, with the
help of the proposed forecasting method, can potentially increase the effectiveness of
CPS systems and reduce the complexity of the smart grid challenge by enabling
prescriptive capabilities in order to give to the systems the ability of acting on change
before it happens.
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3 GA-ANN Load Forecasting Methodology

3.1 Feedforward Neural Network

ANN models were initially inspired by studies on brain modeling. This type of model
generates a non-linear mapping from  to ;  and  are the dimension of the input
and target space [11].

In this work, a feedforward neural network (FFNN) is used, consisting of three layers:
an input layer, a hidden layer and an output layer. The input layer is composed of a
number of neurons equal to the number of inputs and each of the artificial neurons has
a unique input. The hidden layer neurons are fully connected to both the input and output
layer and the output layer is composed by a number of neurons equal to the number of
outputs. The activation function used for the input and hidden layers is the  function
and, the output layer makes use a linear or function. FFNN have been widely used for
load forecasting with success [2, 16, 17] due their ease of application with inputs from
different sources and good performance.

In the proposed methodology the parameters of the model, such as the number
neurons of the hidden layer, are optimized using grid search.

3.2 Feature Selection

The objective of FS is to find a subset of the available features by eliminating features
with seemingly little or no information useful for prediction and also redundant features
that are correlated [18]. FS techniques are usually divided into filter, embedded and
wrapper methods. Wrapper and embedded are usually referred to as model-based
methods and filter techniques as model-free methods.

Filter techniques assess the features by looking only at the intrinsic properties of the
data [12]. Wrapper methods include the classification model within the feature subset
optimization. The selected set of features results from training and testing a specific
model, rendering this approach tailored to a specific modeling method.

3.3 Genetic Algorithm

This works makes use of GA for wrapper feature selection. This evolution inspired
optimization algorithm starts with a random population of individuals (solutions). The

Fig. 1. GA optimization process.
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main driving operators of a GA are selection (survival of the fittest) and recombination
through crossover (reproduction), mutation is also used in order to escape local minima
[11]. The typical flow of GA process is shown in Fig. 1.

The algorithm starts by generating a random population of individuals, binary
encoded with dimension equal to the initial number of features, each chromosome
representing if a feature is used in the subset represented by the individual [19]. The
individuals are evaluated using the ANN modeling method and depending on the
performance of the individuals, they are selected for the creation of the next generation.
The selected individuals are then used to generate new solutions using the crossover
operator and mutation is used in order to escape local minima. The selection, crossover
and mutation operators used in this work are presented in Sect. 4.2.

4 Experimental Evaluation

4.1 Datasets

Three sets with different load patterns and available variables are used in order to better
evaluate the proposed methodology. The first dataset is relative to Portugal, the second
one to New York West and the third to the city of Rio de Janeiro. The data used is the
following:

• Portugal (PT): The historical load data is obtained from the European network of
transmission system operators for electricity (ENTSOE) [20], the hourly load data is
obtained between and including the days 2010-01-01 and 2013-12-31. The weather
data is obtained from the Lisbon Airport Weather Station. The stock data used is from
the Portuguese Stock Index 20 (PSI20) which tracks the prices of the twenty listings
with the largest market capitalization and share turnover in Portugal [21].

• New York West (NYW): The historical load data was obtained from NYISO [22],
the hourly load data was obtained for the same period as the data from Portugal. The
weather data was obtained from the Buffalo Weather Station. The stock data used in
this case is from Standard & Poor’s 500 (S&P 500), which is based on the capitali‐
zations of the 500 largest companies having stock listed on the NYSE or
NASDAQ [21].

• Rio de Janeiro (RIO): The historical load and temperature data is the same used in
the article of Hippert and Taylor [16] for the years of 1996 and 1997. No stock data
was used with this dataset.

The pre-processing consisted in filling the missing values of the various time series by
extending the last existing value. The data was processed for modeling and the input and
output vector generated in the way presented by Tables 1 and 2. The use of the 24 prior
hours and 7 days temperatures was inspired by the work of Sheikhan and Mohammadi [17]
and the use of the mean of stock variables follows the work of Lin et al. [8, 9]. The stock
index i days mean is the average value of the stock index value during the i days before the
day for which the loads are predicted.

To validate the proposed methodology, datasets encompassing different geogra‐
phies with significantly different electricity consumption dynamics were selected.
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The datasets present the necessary characteristics to test the modelling approach and
have not been extensively explored in the literature.

Table 1. List of inputs and outputs for the Portugal and New York West datasets

Outputs

 hour’s load ( )

Inputs

 hour’s history load ( )

 day’s maximum temperature ( )

 day’s minimum temperature ( )

Month

Season

Holiday Indicator

Weekday Indicator

Stock index i days mean ( )

Day’s precipitation

Table 2. List of inputs and outputs for the Rio de Janeiro dataset

Outputs

 hour’s load ( )

Inputs

 hour’s history load ( )

 day’s mean temperature ( )

Month

Season

Holiday Indicator

Weekday Indicator

4.2 Training and Test Data

The data was divided into training and test sets in the following way: for the PT and
NYW sets the first two years are used for training and the third for testing; for the RIO
dataset, due to lack of data, one year is used for training and 266 days are used for testing.
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4.3 Performance Evaluation

This work uses the mean absolute percentage error (MAPE) and normalized root-mean-
square error (NRMSE) as performance evaluation metrics. The NRMSE is normalized
using the maximum and minimum load values. The MAPE is the percentage based index
of indicating forecasting accuracy level and is widely used in the field of electricity load
forecasting and is calculated by:

(1)

where  is the total number of hours predicted by system,  is the observed load and
 the predicted load.
The parameters used for the ANN and GA, determined through grid search, are

presented in Tables 3 and 4.
The operators used by the applied genetic algorithm are the following:

• Selection:  three random individuals tournaments are run, where n is the size of the
population;

• Crossover: Classic three-point crossover is used for selected individuals pairs with
probability ;

• Mutation: One-bit flip mutation is done on the selected individuals with probability
.

 represents the number of generations for which the genetic algorithm runs.

Table 3. ANN parameters

Parameter PT NYW RIO

Hidden layer neurons 20

Output layer neurons 24

Training MSE goal 0.0035 0.006 0.00375

Relaxed FS training MSE goal 0.0045 0.007 0.00475

Table 4. GA parameters

200 0.9 0.05 80

4.4 Results

Tables 5 and 6 present the final results for 24-h ahead load forecasting using the feature
subsets selected by the genetic algorithm. 35 models were trained using the chosen
feature subset for each one of the datasets. The minimum, mean and standard deviation
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of the MAPE is presented and compared with the performance of models trained without
feature selection. The features used for the training of the models without feature selec‐
tion are the ones used for the ANN parameter tuning with the economic variables
removed. This was done in order to have a fairer comparison. For all the datasets the
use of feature selection resulted in significantly better results, an improvement of,
respectively, 10 %, 3.6 % and 11 % was obtained using the evolutionary approach for
best performing models.

Table 5. Performance evaluation results – MAPE%

Dataset Feature selection Nr. of features Min. MAPE%  (MAPE%)  (MAPE%)

PT GA 16 2.053 2.148 0.059

None 32 2.284 2.386 0.052

NW GA 22 2.549 2.610 0.049

None 33 2.645 2.752 0.052

RIO GA 13 1.935 2.066 0.071

None 30 2.178 2.353 0.076

Table 6. Performance evaluation results – NRMSE%

Dataset Feature selection Nr. of features Min. NRMSE%  (NRMSE%)  (NRMSE%)

PT GA 16 3.698 3.783 0.051

None 32 3.795 3.932 0.064

NW GA 22 4.595 4.666 0.033

None 33 4.655 4.820 0.074

RIO GA 13 4.051 4.252 0.104

None 30 4.396 4.656 0.122

Regarding the features chosen by the selection algorithm, Table 7 presents the best
feature subset selected by the algorithm for each one of the datasets. For the Portuguese
dataset, 16 features are selected in total, consisting on 12 load values of the day before
the one predicted, the maximum temperature 6 days before and the indicators for the
season, holiday and weekday.

For the New York West dataset the number of loads used is equal to 16, the minimum
temperature for the predicted day and 3 historic temperatures, prediction day’s precip‐
itation and weekday indicator are used. According to this, a stronger relationship
between the load exists between the temperature and load for this dataset, in comparison
to the Portuguese data. It is also interesting to note the lack of use of the season indicator.
Maybe in this case the load follows closely the temperature in comparison to the Portu‐
guese dataset, where the season is used for correction related to weather changes.

Regarding the Rio de Janeiro dataset, 13 features are selected. 10 historic loads, the
prediction days and days before mean temperature and the weekday indicator are used.
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It can be noted that the stock variables are not chosen for either one of the datasets.
This way it is believed that these variables are not significant for the load forecasting in
the Portuguese and New York West cases.

Table 7. Feature selection results

Dataset Nr. of features Features selected by feature selection

PT 16  hour’s historic loads
( );  day’s
maximum temperature; Season; Holiday; Weekday

NW 22  hour’s historic loads
( );

 day’s minimum temperature ( );
Weekday, Prediction day’s precipitation

RIO 13  hour’s historic loads ( );
 day’s mean temperature ( ); Weekday Indi‐

cator

5 Conclusions

According to the results presented in this report it is concluded that GA feature selection
can provide a performance increase in load modeling, more specifically, short-term load
forecasting using ANN. Three distinct datasets with very different load patterns were
used in order to study the viability of the applied methods, the presented methodology
achieved good performance for all of them.

The use of stock variables was found to not be suitable for this modeling approach.
The genetic algorithm never selected these features and no improvements were found
when forcing their use.
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