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Abstract The residential sector is responsible for 29% of
the total energy consumption of the UK, with 62% of this
energy being used for space heating. Heat loss through the
fabric of building elements is a crucial factor in the energy
efficiency of homes, and a wide number of studies have
looked at physical interventions to improve the energy
efficiency of existing buildings, commonly called retrofit.
This research considers the impact of window coverings
on reducing heat loss from homes, a measure that is not
commonly considered an energy efficiency intervention.
Although the amount of glazing varies widely between
homes, all windows are a significant factor contributing to
heat loss. While physical changes such as double and
triple glazing can improve the energy performance of
buildings, the impact of curtains and blinds is not well
characterised. Previous research into window coverings
has been undertaken using laboratory tests, such as hotbox
and small climatic chamber environments. This study
presents the impact of window coverings on heat loss
within a unique whole house test facility. This allows for
a better replication of a real heating system and the effects
that it has on localised heat transfer. This gives a more
detailed picture of in situ performance, similar to that
which may be found in the field.

Keywords Curtains . Blinds . Domestic energy.

Windows . Retrofit . Salford EnergyHouse

Introduction

This study is an investigation into the impact of window
coverings, such as curtains and blinds, on the energy
efficiency of a house. While previous studies have been
undertaken to examine the performance of individual
window coverings, this study was carried out in a whole
house environmental test facility. This allowed for the
consideration of a wider number of factors, such as the
impact of localised heating within a controlled environ-
ment. This study explored the differences in perfor-
mance with a heterogeneous distribution of heat
throughout the property, as would commonly be found
in the field, and to determine the influence of window
coverings in comparison to homogenous distribution of
heat as is assumed in laboratory tests and many models.

The domestic housing stock is responsible for 29% of
total energy consumption in the UK. A substantial
amount of this energy, approximately 62%, is used for
space heating (Palmer and Cooper 2013). Reducing heat
loss through the fabric of the building through physical
interventions is commonly called retrofit (Kelly 2009;
Swan et al. 2013). While much retrofit research focuses
on major interventions, such as insulation and heating
systems, less work has been undertaken on understand-
ing the impact of lower cost but widespread energy
efficiency measures, such as controls and window
coverings.
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The UK’s standard legislative methods of energy
modelling the performance of homes, the Standard As-
sessment Procedure (SAP) and Reduced Data Standard
Assessment Procedure (RdSAP) (BRE 2014) make ref-
erence to the reduction in heat transfer that curtains and
blinds offer, providing an adjustment to U values where
window coverings are applied. However, it is not clear
whether these values are based on modelled or experi-
mental data. This study aims to quantify, under con-
trolled conditions, the actual energy savings that can
be a made using curtains and blinds. The purpose of
this research is not to challenge these values but to create
a controlled test that will potentially provide accurate
values for modellers to use in the future.

Two tests were undertaken to investigate the differ-
ences in heat distribution within a property and the
potential impact of window coverings with two different
heating systems. The first test was carried out using
electrical resistance heating, and during the second,
gas central heating was used. The first test was used to
establish base U value (thermal transmittance) and R
value (thermal resistance) measures to allow direct com-
parison with SAP predictions and previous studies.
Electrical heating was used to create a steady-state en-
vironment in the room to allow comparisons to be made
between different rooms and to allow more accurate U
value readings to be taken. The second test, using gas
central heating, was undertaken to establish actual heat
flow through the windows in a covered and uncovered
state. This considered a more realistic environment with
more heterogeneous distribution of heat caused by is-
sues, such as emitter placement and different heating set
points. This examines heat loss in a more realistic setting
to understand the impact of these factors on heat loss.

Both experiments were carried using constant exter-
nal and internal temperatures at a test house facility
within an environmentally controlled chamber to ensure
reliable results without variables that might be found in
the field such as wind and rain effects or solar gain.
These results allowed for more accurate simulation of
energy consumption in domestic buildings and greater
confidence in the values describing the benefits offered
by curtains.

Fabric losses through building elements

When considering buildings from a comfort perspective
as the occupant experiences them (Nicol et al. 2012),
buildings are designed to protect people within them
from extremes of heat, cold or wider boundary condi-
tions such as wind and rain. This means that there is an
interrelationship between the boundary conditions, the
building fabric, any environmental control system, such
as heating and cooling, and the occupant (Hens 2012).
Within this study, we consider losses through fabric,
specifically glazing, which are generally conductive
and radiative losses.

Conductive and radiative losses can be either mea-
sured (ISO 1994) or modelled (British Standards
Institution 2008). These losses are represented by U
values for thermal transmittance and R values for ther-
mal resistance. The R value is the reciprocal of the U
value. While the international standard is generally to
present R values, where cited research or models indi-
cate U values, we have reported them as such. Figure 1
presents the limiting U values of domestic building
elements in the current version of the UK Building
Regulations (DCLG 2014). Even in new build

Fig. 1 Limiting U values of
domestic building elements inUK
Building Regulations (DCLG
2014)
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properties, it is apparent that windows are a significant
cause of heat loss.

In the UK, most homes have external windows. In
comparison with the rest of a building, windows are a
major path for heat loss of all types (convective, radia-
tive and conductive). They are also a major pathway for
solar radiation gain into the structure. This topic will not
be covered in this study.

Heat loss from windows has remained fairly consis-
tent at around 20% of total heat loss from dwellings over
the period 1970–2010 (Palmer and Cooper 2013). Dur-
ing this period, total heat loss from UK dwellings and
heat loss from windows have both reduced by almost a
third (DECC 2013). These reductions are due to im-
provements in the building envelope and specifically for
windows are due to double glazing and improved frame
constructions. Figure 2 shows that despite these im-
provements, the heat loss from windows is a significant
contributor of one fifth of total heat loss from UK
dwellings.

Previous studies of window covering thermal
performance

Previous studies on window covering cover both cur-
tains and secondary glazing approaches. The studies
specifically focus on the reduction of heat transfer
through the application of such coverings.

Secondary glazing is specifically designed to provide
greater protection from the elements and reduce heat
transfer through windows. Secondary glazing ranges
from thin films that are stretched or shrunk across win-
dows to framed glass units. Although the R value of
secondary glazed windows can be improved by 130–
290% compared to single glazing (Smith et al. 2012),
these units can be expensive, difficult to install and can
restrict the use of the windows.

Curtains and blinds are a lower cost intervention, of
which there is limited data available with regards to their
in situ performance. A number of laboratory-based stud-
ies have been carried out to assess the thermal

Fig. 2 Total dwelling heat loss and heat loss from windows 1970–2008 (DECC 2013)
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performance of individual window coverings. Baker
(2008) identified that energy savings can be achieved
with the use of curtains and other window covering
systems, ranging from 41 to 62%, while Garber-Slaght
and Craven (2012) suggested that savings of 24–38%
were achievable. Table 1 presents a summary of heat
transfer reductions suggested by these previous studies
as well as the methods used.

As shown in Table 1, there was a range of results for
similar coverings. For example, Lunde and Lindley (1988)
established a saving of 3.8–9.5% for curtains, while Baker
(2008) suggested a 38% reduction in heat transfer. These
discrepancies could be explained by variations between
test set-ups and choice of materials, although this is diffi-
cult to establish directly from the literature.

Feather (1980) concluded that substantial savings can
be made by using different types of curtain. However,
the driving factor was not the actual curtain weight or
type, although this was important, but how well the
blind was fixed at the perimeter. This fixing creates a
layer of stationary air that adds to the insulative effect of
the window covering. The way in which a curtain is
fitted to the window will affect the amount of heat
transferred, with greater levels of airtightness providing
better results. The effect of this layer of air is dependent
on its width, with a wider air gap providing an increased
R value of the window and thus a decrease in the U
value (Garber-Slaght and Craven 2012; Nicol 1986;
Lunde and Lindley 1988; Ruyssevelt and Littler 1984).

Creating a layer of stationary air is difficult to achieve
in practice due to most window coverings, such as
curtains and blinds, not being sealed directly to the
frame. Fang (2001) used two side-by-side hot boxes to
test the U values of single-glazed and double-glazed
glass areas without frames, equivalent to the centre of
glass of practical windows. The difference in U values
between sealed edge curtains and those with a loose edge

is shown in Table 2. This illustrates an improvedU value
of around 19% with a sealed edged curtain rather than a
loose edged curtain on a single-glazed window.

In addition to the differences identified between fixed
and loose window coverings, the type of window
covering can have a significant effect of heat loss from
windows and the location in which the coverings are
installed. For example, Wood et al. (2009) found that
kitchen and bathroom blinds resulted in savings of 12
and 29%.

Woodson et al. (1986) investigated the thermal resis-
tance of multi-layered window treatments and tested 48
experimental treatments with respect to the four variables
of stitching pattern, face fabric, batting material and
number of batting layers. The most significant factor
was found to be the stitching pattern holding the layers
together, with the least number of perforations in the
window treatment performing significantly better than
those patterns with more stitches.

Table 3 sets out the R values of internal blinds and
curtains given in CIBSE Guide A (2015) Table 3.27
based on data from Wood et al. (2009). From these
values, the thermal transmittance (U values) of windows
with curtains or blinds was calculated using the formula

Uwb
0 ¼ 1=Uwð Þ þ Rbi½ �−1 ð1Þ

where Uwb′ is the thermal transmittance of the window
corrected for an internal blind or curtain (W/m2 K), Uw

is the thermal transmittance of the window (W/m2 K)
and Rbi is the thermal resistance of the internal blind or
curtain (m2 K/W) (Formula 3.37 from CIBSE Guide A
2015).

The conversion to U values has been undertaken to
allow direct comparison with previous findings. From
these, the impact of glazing and fabric window cover-
ings can be observed. This provides a useful baseline for

Table 1 Comparison of results from previous studies

Authors Window covering % Reduction in heat transfer Method

Baker (2008) Heavy curtains 39% Hotbox environment (controlled)
Plain roller blind 37%

Insulating blind 68%

Garber-Slaght and Craven (2012) Insulated blinds 15% In situ testing (uncontrolled winter conditions)
Curtains 38%

Lunde and Lindley (1988) Various curtain materials 3.8–9.5% Hotbox environment (controlled)
Roller blinds 6.3–38%
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the Energy House study and identifies the impact of a
wide range of window coverings in terms of their ther-
mal resistance.

Previous research has been carried out under con-
trolled conditions in environmental chambers or in heat
flowmeter/hot box settings.While this provides a degree
of accuracy, the actual energy savings cannot be com-
pared to field-based scenarios as the dynamic of central
heating systems and varying room layouts is omitted,
with the focus being on the performance of the individual
element rather than the element within context. Other
trials carried out in the field lack the degree of control
and accuracy that the chamber scenarios posses. It is for
this reason that a full-scale test facility was chosen to
carry out a series of tests on window coverings. This
facility not only provides the accuracy of an environ-
mental chamber but also has a heating system, set point
and dynamic variability of a real-world scenario.

Methodology

The research within the Salford Energy House com-
prised two elements. The first range of tests mimics the
steady-state work carried out in environmental chambers

and hot boxes, such as Wood et al. (2009). The second
aspect of the research is to replicate a real-world whole
house test environment, which takes into consideration
issues such as emitter locations and airflow within
rooms. This presents a more realistic representation of
the effect of window coverings in situ, as chamber or hot
box tests do not account for the differences between
experimental laboratory tests and a whole house context.

Salford Energy House test facility

The tests were conducted at the University of Salford’s
Energy House. The Energy House is a full-scale replica of
a typical 1910 terraced property from the UK that has been
through reasonable modifications, such as heating up-
grades. At the time of the validation exercise, the building
was uninsulated throughout, with the exception of 100-
mm insulation at ceiling joist level. The wooden windows
in the property are single-glazed sliding sash-type win-
dows reconstructed to meet the airtightness and thermal
transmittance characteristics of the dwelling (Ji et al. 2014).

The Salford EnergyHouse is fully furnished through-
out as an occupied two-bedroom dwelling. Although
this may influence air movement and heat transfer, it
does more closely resemble real homes.

Table 2 Comparison between loose fitting and sealed edge curtains (from Fang 2001)

Window type Sealed edge curtain Loose edge curtain Percentage difference

U value (W/m2 K) R value (m2 K/W) U value (W/m2 K) R value (m2 K/W)

Single glazed 3.66 0.27 4.44 0.23 19.26%

Double glazed 2.16 0.46 2.58 0.39 17.72%

Table 3 R and U values for window coverings given in CIBSE Guide A (2015) based on Wood et al. (2009)

Description Thermal resistance (R value)
of covering layer (m2 K/W)

Thermal transmittance
(U value) of covering
layer (W/m2 K)

Thermal transmittance
(U value) of window with
curtains or blinds (W/m2 K)

Single glazing only 0.19 – 5.16

Roller blind 0.14 7.14 3.03

Heavy curtains 0.16 6.25 2.86

Secondary glazing 0.18 5.55 2.70

Honeycomb insulated blind 0.24 4.17 2.33

Roller blind with low emissivity film on outside face 0.3 3.33 2.04

Low emissivity secondary glazing 0.32 3.13 1.96

Well-fitting shutters 0.33 3.03 1.92

Low emissivity secondary glazing and shutters 0.39 2.56 1.72
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Experimental design—test 1

Test 1 consisted of a steady-state analysis of heat trans-
fer across the windows using an elevated and constant
temperature provided by electrical resistance heaters in
the centre of each occupied room. This provided a
steady testing environment to calculate changes in ther-
mal transmittance (U value) across the centre of the
glazing panel using heat flux sensors and temperature
sensors. The internal set point for all areas was 25 °C,
and the chamber temperature was 5 °C, with a variance
of ±0.5 °C. This allows a Δt of 20 °C to be achieved.
The temperatures were kept constant throughout the
test, which lasted 72 h in line with the requirements of
ISO9869 (ISO 1994). This approach can be seen to
replicate hot box or environmental chamber testing,
where heat is spread evenly across the element.

Experimental design—test 2

In test 2, the central heating system in the house was
used to heat the building, while using the same heat flux
and temperature sensors. This helped build a picture of
the actual heat loss through the window pane under
standard heating conditions, taking into account the
placement of radiators under windows and the increase
in heat flow that this can lead to compared to a steady-
state electrical heating test, as conducted under test 1.

The gas central heating was used under the following
conditions. The Energy House environmental chamber
was set at 5 °C, with a variance of ±0.5 °C. This figure is
chosen as a UK average winter time temperature, given
as 4.9 °C for the UK in the month of February (BRE
2014). The setpoints within the house, i.e. the internal
thermostat settings, were set to 21 °C in the living room
and between 18 and 19 °C in all other areas as identified

in SAP. Each room operated on its own heating control,
using either a wall thermostat in the living and a ther-
mostatic radiator valve in all other rooms, a common
pattern for many UK homes (DCLG 2015). The internal
doors remained closed for the duration of the test to
remove the complexity of warm air moving from room
to room. It is important to note that some radiators are
placed under windows, as is standard for a dwelling of
this age and design, and some are placed on external
walls. Emitter locations in relation to the window are
identified in Table 4.

Instrumentation for U value and heat flow measurement

The purpose of this experiment was to measure heat
transfer across the window pane with various window
coverings, allowing aU value to be calculated. This was
achieved by using heat flux apparatus that complies with
the standards laid down in ISO9869 (ISO 1994). This
was used tomeasure both ISO complaintU values and R
values for test 1 and heat flow for test 2.

The system comprised heat flux transducers (HFTs)
and temperature sensors. One HFT was fixed to the
centre of the pane for each window in the house. Air
temperature sensors were fixed at the centre of each
room and adjacent to the window in the chamber. The
HFTs were Hukseflux HPF-01. The air temperature
sensors used were Papouch TH2E semiconductor-
based network-attached sensors.

Although ISO9869 does not specify an exact location
of temperature measurement, during these experiments,
the ambient temperature was measured in the centre of
the room. Heaters were placed far enough away from the
sensors so as to not directly affect the readings, and spot
measurements were taken before testing began to ensure
that the air temperature was more or less homogeneous.

Table 4 Experimental matrix setting out window covering type and position in relation to radiator

Room Window covering Window covering
material

Position of window
in relation to radiator

In-use window covering detail

Living room Lined curtain Cotton lining, synthetic
face material

Above radiator Curtains tucked behind radiator

Kitchen Roller blind Polyester Not adjacent to radiator Bottom of blind rests on windowsill

Bedroom 1 Lined curtain Cotton lining, synthetic
face material

Not adjacent to radiator Curtains drape 25 cm below windowsill

Bedroom 2 Lined curtain Cotton lining, synthetic
face material

Not adjacent to radiator Curtains drape 15 cm below windowsill

Bathroom Roller blind Polyester Above radiator Bottom of blind rests on windowsill
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Placing the heaters closer to the windowwould affect
the delta T, but the test was a comparison between open
and closed curtains only, and all test conditions
remained exactly the same for both cases.

Accuracy and uncertainty

Three variables were measured during this experiment
(one of each for each window):

& Hukseflux HFP01 heat flux inWatts (Q) Accurate to
within 5% (Hukseflux 2000).

& Internal Air (C) Accurate to within 0.4 °C (Papouch
2013).

& External Air (C) Accurate to within 0.4 °C (Papouch
2013).

Attempts have previously been made to define a
standardised error/uncertainty figure with respect to
thermal transmission. The international standard for
measuring thermal transmission in building elements
defines this to be between ±14 and 28% of the thermal
transmittance (U value) (ISO 1994). Baker (2009) fa-
vours a statistical error analysis in his paper on a similar
series of tests; this gives an uncertainty for the U value
of ≈±5.75% under these test conditions. Therefore, it
will be this figure rather than the ISO figure that will be
used due to the suitability to environmental chamber
experiments. For field trials, this is less appropriate,
and the ISO figure should be used. For heat transfer
through the element, the standard figure from the man-
ufacturer is ±5% (Hukseflux 2000). This figure was
used for the heat loss and is applicable to both field
and chamber.

As described by Baker (2013), each measured pa-
rameter has associated uncertainties, and in order to
determine the effect these have on the final U value,
the following equation was used:

ErrC ¼
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi

U−U errQ

� �2 þ U−U errTið Þ2 U−U errTeð Þ2 þ sdð Þ2
q

ð2Þ

where ErrC is the overall uncertainty of the U value
estimate and UerrQ, UerrTi and UerrTe are the U values
calculated by applying the errors due to the measured
values for heat flux, internal temperature and external
temperature.

Calculation method

The experiments were conducted under steady-state
conditions, and although there were slight variances in
temperature due to the gas central heating, the electri-
cal system provided a more homogenous temperature
within the property. Therefore, a steady-state calcula-
tion method was used. This method outputs the aver-
age heat flux over the complete testing session; this is
deemed to be satisfactory due to the stable testing
environments, both internally and chamber wide.
The 24-h monitoring period, which was used to cal-
culate average heat flux, was started once the building
had reached steady state.

Experimental matrix

The experiment comprised a whole house solution to
window covering. Due to the lack of research with
regards to window covering options, an assumed win-
dow covering choice was made for each room as
outlined in Table 4.

Results

Test 1 (electrical heating in the centre of room)

The first part of the experiment concentrated on gather-
ing a baselineU value for the windows in a covered and
uncovered situation, using electrical heating. The
values, as laid out in Table 5, achieved were within
measurement limits of expected values, as identified in
SAP. These figures are subject to an experimental un-
certainty of ≈±5.75%.

The exception to this was the living room window,
where the U value appears to be higher than the re-
mainder of the property. Previous work in the Energy
House indicates that this may be attributed to the
airflow in this part of the chamber being higher, as
the bay protrudes into the airflow of the chamber
environment, whereas the other windows are recessed
into the wall.

As can be seen in Fig. 3, the heat flux flowing
through the window is significantly reduced when the
blind is closed in the kitchen and the curtains are drawn
in bedroom 1.

Energy Efficiency (2017) 10:1419–1431 1425



Test 2 (building heated by wet central heating system)

The second test measured the heat transfer through the
window in a typical home, using a standard gas wet central
heating system. This allowed a greater concentration of
heat to flow through thewindowdepending on the location
of the heat source in the room. It more closely reflects the
actual heat loss that might be found in a normal domestic
dwelling, where radiators are often placed belowwindows.

As can be seen from Fig. 4, when using a gas central
heating system, there is greater fluctuation in measured
temperatures. It is important to note that the two drops in
heat flux show the effect of closing the curtains and
blinds at the beginning of the test and data from this
period was not used for analysis.

Table 6 shows the measured heat flux during the
second test. While the figures in Tables 5 and 6 may
seem relatively straightforward, the baseline heat loss and
the reductions in terms of energy transfer are significantly
different across the array of windows. This is due to a
number of variables affecting each window in each room.

The variables include the air temperature of the room;
while the chamber maintains a standard 5 °C, the room
temperatures have been set at 21 °C in the living room
and 18–19 °C in all other areas. This will lead to a greater
amount of heat flux through the living room. The distance
from the heat source to the window also appears to have
an impact, with some rooms having the radiator located
directly underneath the window (living room and bath-
room) and which have the highest heat loss rate when
uncovered, whereas other rooms (bedroom 1 and bed-
room 2) have the lowest heat flux across the window, as
the radiator is placed across the room from the window.
The contradiction to this point is the kitchen, which has a
relatively high heat loss, but the radiator is located some
way across the room. However, the combination boiler is
placed directly next to this window and will generate a
higher rate of heat flux through the adjacent window.

Discussion

There is little published literature with regards to the use
of curtains in UK homes. This suggests a gap in knowl-
edge of how curtains are used and the implications and
opportunities for energy savings and should be investi-
gated further.

The focus of the research was firstly to establish U
values for windows and their coverings and compareT
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these with existing models. The second issue was to
identify the differences in these values between homog-
enous heat distribution, as assumed bymany steady-state
models such as SAP, and heterogeneous heat distribution
as is more commonly found in buildings in situ.

Comparison with standardised UK models
and guidance

The effective U value for windows, taking into account
the assumed use of curtains, is calculated using the
following formula from SAP2012:

Uw;effective ¼ 1
1

Uw
þ 0:04

ð3Þ

whereUw is the windowU value calculated of measured
without curtains. The U values under electrical heating,

i.e. homogenous heat distribution throughout the prop-
erty, compared closely with both previous studies and
the assumptions within SAP. As seen in Table 7, the R
values are also comparable with the assumed R values of
SAP, taking into consideration measurement error.

The differences between measured and modelled
values are not significant and vary between positive
and negative differences; the mean of these figures gives
an overall difference of just 0.07 W/m2 K. It is not
possible to say definitively whether the SAP model
overestimates or underestimates the savings offered by
window coverings, due to the low number of measures
and cases within the study. However, when the results
are separated into curtains and blinds, it appears that
there may be a significant underestimation in SAP on
the potential energy savings from the use of blinds.
When blinds are considered in isolation, SAP calculates
a higher U value by an average of 0.05 W/m2 K, and
curtains generally a lower U value on average of

Fig. 3 Graphs of heat flux and measured temperatures in the kitchen and bedroom 1, with and without window coverings when electric
heating is used

Energy Efficiency (2017) 10:1419–1431 1427



0.07 W/m2 K. These figures are all within the bound-
aries of the measurement error and, while potentially
indicative of an issue, are not conclusive.

When the resultingU values from the electric heating
test are compared with those presented in the table from
CIBSEGuide A (2015) andWood et al. (2009), it can be
seen that there were differences. Some of these differ-
ences may be accredited to differences in the exact types
of window coverings specified byGuide A, for instance,
although the curtains in the Salford Energy House are
lined, they may not be considered to be heavy curtains.

As can be seen from Table 8, the differences between
actual and expectedU values were greatest in the rooms
that had curtains rather than blinds.

Air spaces are a significant contributing factor to the
overall U value of the window when considering savings
made by curtains (Fang 2001; Wood et al. 2009). Their
research confirms the standard method of calculating a U
value where curtains are concerned, which stipulates that a
standard air layer should be used to make the calculation.
This research presented here found that this was not re-
quired in curtains that did not make any seal to the window

Fig. 4 Graphs of heat flux and measured temperatures in the kitchen and bedroom 1 with and without window coverings when using gas
central heating

Table 6 Gas central heating measured heat flux

Living room Kitchen blind Bedroom 1 Bedroom 2 Bathroom blind

Without coverings average measured heat flux over 24 h (W/m2) 96.42 62.91 52.81 62.01 63.11

With coverings average measured heat flux over 24 h (W/m2) 69.66 55.15 50.20 55.65 44.72

Savings (W/m2) 26.76 7.76 2.61 6.36 18.39

Savings (%) 27.75 12.34 4.94 10.26 29.14
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reveal. For steady-state heating when using curtains, the
effect on theU value of the window is the only addition of
an extra layer of resistance provided by the curtain.

The impact of heterogeneous heat distribution on heat
transfer

Data suggests that steady-state homogenous air tempera-
turemodelsmay not accurately reflect the potential savings
that can be achievedwithwindow coverings. It is also clear
that in real-world situations where radiators are placed at
different locations in each room, the opportunity to make
energy savings regardless of covering type is at the loca-
tions with the greatest proximity to emitters, either directly
underneath or adjacent to the windows. This has implica-
tions for steady-state models such as SAP where savings
are generated using an average mean room temperature.

Further to energy efficiency, thermal comfort is clear-
ly a significant issue in domestic dwellings (Lunde and
Lindley 1988). Curtains can affect the rate of convection
around a room and prevent some air infiltration and
exfiltration, in particular when used with leakywindows
such as the sliding sash windows at the Energy House.
More research is needed on how the curtains in a room
can affect the thermal comfort levels in a room and how
this may be improved.

Another important factor to consider is that single
glazing also poses a significant risk to surface conden-
sation in buildings with high humidity levels due to the
high conductivity levels and the consequential low sur-
face temperatures. The addition of an extra layer of
resistance to the internal face of the window element
will have the effect of lowering the surface temperature
considerably during the heating season. Models such as
WUFI can be used to predict and help mitigate these
situations (May and Sanders 2014).

Conclusions

This study set out to establish the impact of window
coverings on a single-glazed sash window within a whole
house context under controlled conditions. The data from
test 1, which was under homogenous electrically heated
conditions, suggest a broad agreement with other studies
carried out under controlled conditions. Test 2, however,
indicates that much higher rates of heat loss occur when
the heating emitter is adjacent to the window, as is com-
mon in UK domestic heating systems. This means that
steady-state models such as SAP may not accurately rep-
resent the actual heat loss through the window element,
whereas more 3D dynamic simulation modelling may

Table 7 Comparison between SAP prediction and measured R values in test 1

Living room Kitchen Bedroom 1 Bedroom 2 Bathroom
blind

Measured R value without curtains average over 24 h (m2 K/W) 0.20 ± 0.01 0.23 ± 0.01 0.22 ± 0.01 0.22 ± 0.01 0.23 ± 0.01

R value with curtains average over 24 h (m2 K/W) 0.24 ± 0.01 0.29 ± 0.02 0.25 ± 0.02 0.25 ± 0.02 0.29 ± 0.02

Measured delta R value (m2 K/W) 0.05 ± 0.003 0.06 ± 0.004 0.03 ± 0.002 0.03 ± 0.002 0.06 ± 0.004

Predicted R values with coverings according to SAP 2012
(measured R value without curtains +0.04) (m2 K/W)

0.24 0.27 0.26 0.26 0.27

Difference between SAP prediction and measured R value 0 0.02 −0.01 −0.01 0.02

Table 8 Comparison between expected and actual U values in test 1

Living
room

Kitchen
blind

Bedroom
1

Bedroom
2

Bathroom
blind

Without coverings U value average over 24 h (W/m2 K) 5.10 4.32 4.50 4.45 4.43

Comparison with expected U value (from Table 3.27 CIBSE Guide
A; 5.16 W/m2 K for single glazing only) difference

−0.06 −0.84 −0.66 −0.71 −0.73

With coverings average U value over 24 h (W/m2 K) 4.13 3.40 3.93 3.96 3.49

Comparison with expected U values (from Table 3.27 CIBSE Guide A; 2.86 W/
m2 K for heavy curtains and 3.03 W/m2 K for roller blinds) difference

+1.27 +0.37 +1.07 +1.10 +0.46
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address this issue by providing a greater level of accuracy.
The convective nature of central heating systems means
that placing heating emitters under windows improves the
convective flow of heat through a room; this will lead to
greater heat loss through covered window elements. How-
ever, this does have implications for their performance and
how they are represented in models. Potentially, this could
be used to identify the greater heat losses of these windows
when replacement windows are being installed.

This work is the first stage of a series of studies that
will be carried out on window coverings by the Salford
Energy House team. This study provides baseline data
and methodological approaches for further work with
regards to airtightness improvements offered by window
coverings through the reduction of drafts, thermal com-
fort issue-based operative temperature readings, dynamic
modelling of energy and commensurate cost savings of
window coverings and heat up and cool down times of
rooms with and without window coverings. Additional-
ly, these are baseline steady-state tests. It is felt that
undertaking more dynamic testing and modelling could
provide a more detailed insight into longer term data for
energy savings for this type on intervention.
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Fig. 5 Living room with lined curtains and radiator directly
beneath window

Appendix Photographs of room layouts

Fig. 6 Kitchen with roller blind and radiator not in close proxim-
ity to window

Fig. 7 Bedroom 2 with lined curtains and radiator not in close
proximity to window

Fig. 8 Bedroom 1 with lined curtains and radiator on opposite
wall
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