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Abstract

The earth–air heat exchanger (EAHE) is a promising technique which can effectively
be used to reduce the heating/cooling load of a building by preheating the air in
winter and vice versa in summer. In the last two decades, a lot of research has been
done to develop analytical and numerical models for the analysis of EAHE systems.
Many researchers have developed sophisticated equations and procedures but they
cannot be easily recast into design equations and must be used by trial-and-error. In
this paper, the author has developed a one-dimensional model of the EAHE systems
using a set of simplified design equations. The method to calculate the earth’s
undisturbed temperature (EUT) and more recently developed correlations for friction
factor and Nusselt number are used to ensure higher accuracy in the calculation of
heat transfer. The developed equations enable designers to calculate heat transfer,
convective heat transfer coefficient, pressure drop, and length of pipe of the EAHE
system. A longer pipe of smaller diameter buried at a greater depth and having
lower air flow velocity results in increase in performance of the EAHE system.

Keywords: Earth–air heat exchanger; Nusselt number (Nu); Effectiveness of EAHE (ε);
Earth’s undisturbed temperature (EUT)
Background
The consumption of high-grade energy has increased considerably with growing needs

to achieve thermal comfort conditions inside buildings, residential, greenhouses, live-

stock buildings, etc. It is desirable to minimize the use of high-grade energy consump-

tion and to promote the use of renewable energy in order to save the earth from

hazardous effects of global warming and ozone layer depletion. Numerous alternative

techniques are being currently explored to achieve thermal comfort conditions inside

buildings. The earth–air heat exchanger is one of these promising techniques which

can effectively be used to preheat the air in winter and vice versa in summer. The

temperature of earth at a depth of 1.5 to 2 m remains fairly constant throughout the

year (Bisoniya et al. 2013). This constant temperature is called earth’s undisturbed

temperature (EUT). The EUT remains higher than ambient air temperature in winter

and lower than ambient air temperature in summer. The concept of earth–air heat

exchanger (EAHE) is very simple as shown in Fig. 1. The ambient air is drawn through

the pipes of the EAHE buried at a particular depth, moderated to EUT, and gets heated

in winter and vice versa in summer. In this way, the heating and cooling load of build-

ing can be reduced passively.

In the last two decades, a lot of research has been done to develop analytical and

numerical models for analysis of the EAHE systems (Mihalakakou et al. 1994; Bojic
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Fig. 1 One-dimensional model of earth–air heat exchanger system
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et al. 1997; Gauthier et al. 1997; Hollmuller and Lachal 2001; Su et al. 2012; Sehli et al.

2012; Ozgener et al. 2013). The performance analysis of EAHE involved either the

calculation of conductive heat transfer from the pipe to the ground mass or the calcula-

tion of convective heat transfer from the circulating air to the pipe and changes in the

air temperature and humidity. A number of computer modeling tools are commercially

available. EnergyPlus and TRNSYS have EAHE modules that work well; however, these

are analysis tools and are not quickly used for design.

Presently, Computational Fluid Dynamics (CFD) is very popular among researchers

for modeling and performance analysis of the EAHE systems. The CFD employs a very

simple rule of discretization of whole system in small grids. Then, governing equations

were applied on these discrete elements to get numerical solutions concerning flow

parameters, pressure distribution, and temperature gradients in less time and at reason-

able cost because of reduced required experimental work (Kanaris et al. 2006; Wang

et al. 2007). For complete analysis of an EAHE system, the use of CFD is recom-

mended, but it is limited to those who have a good command over it. For the initial

design of an EAHE system, the use of basic heat transfer equations is more suitable to

determine the geometrical dimensions of the system. Many researchers like De Paepe

and Janssens (2003), Badescu and Isvoranu (2011), and T’Joen et al. (2012) have devel-

oped EAHE design equations and procedures.

In this paper, the author has developed a one-dimensional model of the EAHE sys-

tem. The method to calculate the EUT and the more recently developed correlations

for friction factor and Nusselt number are used to ensure higher accuracy in calculation

of heat transfer.

Analysis and modeling of EAHE
The development of the model of the EAHE system involves the use of basic heat

transfer equations. The geometrical dimensions of the EAHE system are decided by
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taking into account the amount of heating or cooling load to be met for space condi-

tioning of the building. The design procedure includes identifying the input parameters

which are known to the user and the parameters affecting desired design output. Once

the design output is fixed, the heat transfer equations are manipulated to meet the de-

sired output in terms of input parameters.

Therefore, depending on the nature of the design problem the mass flow rate of air,

ṁ; inlet air temperature, Tin; desired outlet air temperature from EAHE, Tout; and EUT

are considered as parameters of the sizing problem. Furthermore, it is considered that

the location of installation of the EAHE system is known. So, ambient air temperature

and soil properties are known. The EUT temperature is estimated as the annual average

ambient air temperature of a particular location; therefore, it is also assumed as a

known parameter. The mass flow rate of air and the outlet air temperature are set by

the design requirements.

The geometric sizing parameters of an EAHE include the diameter of the pipe, D;

length of the pipe, L; and number of pipes in parallel, Np, in the heat exchanger.
Assumptions

The following assumptions were made in order to simplify the development of the one-

dimensional model of the EAHE system:

� The surface temperature of the ground is defined as equal to the ambient air

temperature, which equals the inlet air temperature.

� EUT can be approximated to the annual average temperature of the location

(Bhopal, India).

� The polyvinyl chloride (PVC) pipe used in the EAHE is of uniform cross-section.

� The thickness of the pipe used in the EAHE is very small; hence, thermal resistance

of pipe material is negligible.

� The temperature on the surface of the pipe is uniform in the axial direction.
Boundary conditions

The following boundary conditions were used in the one-dimensional model of the

EAHE system.

Inlet boundary conditions

At the inlet of the EAHE pipe, the values of air flow velocity, va (m/s), and static

temperature of air, Tin (°C), at inlet were to be defined. The thermodynamic properties

(density and specific heat capacity) and transport properties (dynamic viscosity and

thermal conductivity) of air were to be defined at static temperature of air at inlet.

Outlet boundary conditions

In a subsonic flow regime, the relative pressure at the outlet of the EAHE pipe was de-

fined as equal to zero atm.

Wall

The temperature on the surface of pipe (wall) was uniform in axial direction and was

defined as equal to earth’s undisturbed temperature at Bhopal city (25.2 °C). No slip

condition with smooth wall was assumed at the inner surface of the pipe.
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Mass flow rate of air

The mass flow rate of air is an important parameter, and it must be known by the de-

signer so that the selection of size and number of pipes can be initiated. There is no

unique value of size and number of pipes which can meet the EAHE performance. So,

the designer has to consider the best combination of the EAHE performance and

pumping power required to ensure mass flow rate of air. For a pipe of diameter, D; air

density, ρ; air flow velocity, va; and number of parallel pipes, Np, the mass flow rate of

air through a pipe, ma, is given by:

_m ¼
π
4D

2ρva
Np

ð1Þ

For the designer, these parameters have to be determined in such a way that the
boundary conditions and the heat exchanger performance are met.

Earth’s undisturbed temperature

The earth’s undisturbed temperature is an important parameter in designing an EAHE

system. Assuming homogeneous soil of constant thermal diffusivity, the temperature at

any depth z and time t can be estimated by the following expression (Labs 1989):

Tz;t ¼ Tm−Asexp −z
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where Tz,t is the ground temperature at time t (s) and depth z (m), Tm is the average

soil surface temperature (°C), As is the amplitude of soil surface variation (°C), αs is the

soil thermal diffusivity (m2/s; m2/day), t is the time elapsed from beginning of the

calendar year (day), and to is the phase constant of soil surface (s; days).

It is very difficult to calculate accurately the value of earth’s undisturbed temperature

because the soil parameters are often unknown. Additionally, it is defined for mean soil

properties. Hence, earth’s undisturbed temperature is a hypothetical value which can be

assumed as equal to the annual average soil surface temperature of a particular locality.

The soil surface temperature is assumed equal to the ambient air temperature. So, the

earth’s undisturbed temperature for Bhopal (Central India) is defined as 25.2 °C which

is equal to the annual average temperature for the same (source: Department of Me-

teorology, Bhopal).

Methods
If the dimensions of the EAHE system are known, calculation of the heat transfer rate

can be done either by using the log mean temperature difference (LMTD) method or

the ε–number of transfer units (NTU) method. In this paper the ε–NTU method is

used. The outlet temperature of air was determined by using effectiveness of EAHE (ε)

which is a function of number of transfer units (NTU).

Heat exchanger effectiveness and NTU

In the earth–air heat exchanger, the medium used for transportation of heat is air only.

The heat is released or absorbed by the air flows through the pipe walls by convection

and from pipe walls to the surrounding soil and vice versa by conduction. If the contact
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of the pipe wall with the earth is assumed to be perfect and the conductivity of the soil

is taken to be very high compared to the surface resistance, then the wall temperature

at the inside of the pipe can be assumed to be constant. The expression of NTU de-

pends on different types of flow configurations of the EAHE system. In this paper, the

relationship for an evaporator or condenser (with a constant temperature on one side,

i.e., wall) was used.

The total heat transferred to the air when flowing through a buried pipe is given by:

Qh ¼ _mCp Tout−T inð Þ ð3Þ

where ṁ is the mass flow rate of air (kg/s), Cp is the specific heat of air (J/kg-K), Tout is

the temperature of air at outlet of EAHE pipe (°C), and Tin is the temperature of air at

inlet of EAHE pipe (°C).

Due to convection between the wall and the air, the transferred heat can also be

given by:

Qh ¼ hAΔT lm ð4Þ

where h is the convective heat transfer coefficient (W/m2-K) and A is the internal sur-

face area of the pipe (m2).

The logarithmic average temperature difference (ΔTlm) is given by (TEUT = Twall):

ΔT lm ¼ T in−Tout

ln T in−Twallð Þ
Tout−Twallð Þ

h i ð5Þ

The temperature of air at the outlet of the EAHE pipe can be obtained in an expo-

nential form as a function of the wall temperature and inlet air temperature by elimin-

ating Qh from Eqs. (3) and (4).

Tout ¼ Twall þ T in−Twallð Þe − hA= _mCp

� �
ð6Þ

If a pipe of infinite length (A =∞) is used, the air will be heated or cooled to the wall

temperature. The effectiveness (ε) of EAHE for winter heating application can thus be

defined as:

ε ¼ Tout−T in

Twall−T in
¼ 1−e − hA= _mCp

� �
ð7Þ

The non-dimensional group is called the number of transfer units (NTU):

NTU ¼ hA
_mCp

ð8Þ

which gives

ε ¼ 1−e−NTU ð9Þ

The effectiveness of earth–air heat exchanger is determined by the dimensionless
group NTU. The variation in earth–air heat exchanger effectiveness as a function of

number of transfer units is shown in Fig. 2. It was observed that with increase in value

of NTU, the effectiveness also increases but the curve rapidly flattens. The relative gain

in effectiveness is very small after the value of NTU becomes more than 3. There are a



Fig. 2 Earth–air heat exchanger effectiveness as a function of number of transfer units
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number of ways to construct an earth–air heat exchanger to obtain a given NTU and thus

a desired effectiveness. Similar results were observed by De Paepe and Janssens (2003).

The influence of the design parameters on NTU can be studied in terms of heat

transfer and pressure drop. The NTU consists of three parameters, namely, convective

heat transfer coefficient (h), internal surface area of pipe (A) and mass flow rate of air

(ṁ) which can vary.

The internal surface area of the pipe is a function of diameter, D, and length of EAHE

pipe, L, both:

A ¼ πDL ð10Þ

The convective heat transfer coefficient inside the pipe is defined by:
h ¼ NuK
D

ð11Þ

where K is the thermal conductivity (W/m-K).

Zhang (2009) presented in his PhD thesis that in conventional earth-to-air heat

exchanger (ETAHE) systems, it is typical to have buried ducts with 10 cm < Dh < 40 cm

and lengths longer than 20 m. Such sizes mean the ratios of the lengths to the

hydraulic diameters (Dh) are at an order of magnitude of 100. The hydraulic diameter

is defined as four times the ratio of the cross-section area to wetted perimeter of the

cross-section.

Dh ¼ 4A
P

ð12Þ

where A is the cross-section area and P is the wetted perimeter of the cross-section

The hydraulic diameter for a circular tube is simply the diameter of the tube. There-

fore, it is reasonable to assume that the air flows are mostly fully developed in the

EAHEs of such sizes and to adapt the corresponding empirical correlations to calculate

the convection heat transfer coefficient (CHTC). In order to examine this assumption,

eight Nusselt number (Nu) correlations used by other ETAHE simulation studies

(Arzano and Goswami 1997; Bojic et al. 1997, cooling and heating; Singh 1994; De

Paepe and Janssens 2003; Hollmuller 2003; Sodha et al. 1994; Benkert and Heidt 1997)

were used. Since the correlations were all derived for fully developed turbulent air flow,

ideally, they are expected to yield similar values for the same operating condition. The

variation of Nusselt number with respect to Reynold’s number for a typical design of
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conventional ETAHE was drawn using all eight correlations to calculate the CHTC,

and very large differences were observed among the results of the eight correlations.

This may be due to different experimental conditions, which were adopted to derive

the correlations, for example, the surface roughness of the experimental ducts. The

large discrepancies indicate that a suitable correlation has to be selected if one uses any

of the existing models to simulate the performance of an EAHE system.

The EAHE system analysed in this paper consists of cylindrical pipes of 0.1016 m

inner diameter made up of PVC with a total burial length of 19.228 m. Assuming that

the internal surface of PVC pipes used in the EAHE system is smooth, the Nu correla-

tions given by De and Janssens (2003) can be used to simulate the performance of the

system.

Nu ¼ f =8 Re−1000ð ÞPr

1þ 12:7
ffiffiffiffiffiffiffiffiffiffiffi
f =8ð Þp

Pr
2=3−1

� � ð13Þ

(For turbulent flow in tubes with smooth internal surface)

where Re is the Reynolds number, Pr is Prandtl number, and f is the friction factor for

smooth pipes

With f ¼ 1:82 logRe−1:64ð Þ−2 ð14Þ
If 2300 ≤ Re < 5 × 106 and 0.5 < Pr < 10

6

The Reynolds number is related to the average air velocity and diameter:

Re ¼ ρvaD
μ

ð15Þ

where va is the velocity of air through pipe (m/s), D is the diameter of the pipe (m),

and μ is the dynamic viscosity of air (kg/m-s).

The Prandtl number is given by:

Pr ¼ μcp
K

ð16Þ

where cp is the specific heat of air (J/kg-K)
Results and discussion
The thermo-physical properties of materials used in design calculations of EAHE are

shown in Table 1 (Bisoniya et al. 2014a; 2014b; 2014c; 2015).

The value of Reynolds number was calculated for air flow velocities of 2, 3.5, and

5 m/s and thermo-physical properties of air at 16.7 °C for winter heating application.

The corresponding values of friction factor were calculated by using Eq. (14). The value

of Prandtl number for thermo-physical properties of air at 16.7 °C was calculated as

0.717. After evaluation of Reynolds number, friction factor, and Prandtl number, the
Table 1 Thermo-physical properties of materials used in design calculations of EAHE

Material Density Specific heat capacity Thermal conductivity Dynamic viscosity

(kg/m3) (J/kg-K) (W/m-K) (kg/m-s)

Air at 16.7 °C 1.2185 1006 0.0253 1.804E-05

PVC 1380 900 0.16 –

Soil 2058 1843 0.54 –
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Nusselt number was calculated using Eq. (13) corresponding to air flow velocities of 2,

3.5, and 5 m/s.

The variation of Nusselt number with respect to Reynolds number is shown in Fig. 3.

It was observed that the value of Nusselt number increases with increase in Reynolds

number. Many other researchers (Nakamura and Tamotsu 2004; Luciu et al. 2009) also

found that the value of Nusselt number increases with increase in Reynolds number.

The CHTC for different air flow velocities was calculated by using Eq. (11). The

CHTC increases with increase in air flow velocity as shown in Fig. 4. Xiao et al. (2011)

found that the variation in value of CHTC with a change in air flow velocity has shown

similar trends.

The length, L, is an independent parameter influencing the NTU. There is a linear

variation of NTU with length. Changing either the diameter, D, or mass flow rate, ṁ,

changes the air velocity inside the tube. This result in a changing Reynolds number, Re.

D and ṁ have thus no independent influence on the NTU. In general, lowering D raises

the effectiveness; higher flow rates reduce the effectiveness. So, it is better to have sev-

eral tubes of small diameter over which the flow rate is divided. Long tubes with a

small diameter are profitable for the heat transfer. They, however, raise the pressure

drop in the tubes, resulting in high fan energy.

Influence on pressure drop

The pressure drop in a smooth pipe is given by:

Δp ¼ f
L
D
ρ
va2

2
ð17Þ

f ¼ 64
Re

If Re < 2300

f ¼ 1:82 logRe−1:64ð Þ−2 If Re≥2300

It is noted from Eqs. (8) and (17) that both NTU and Δp are proportional to the

length of the pipe, and the designer can use NTU/L and Δp/L as the main performance

measures to determine the required length of pipe for design purposes. The length of

pipe, L, is an independent parameter which has a linear influence on pressure drop.

The diameter of the pipe and air flow velocity has a combined effect on pressure drop.
Fig. 3 Variation of Nusselt number with respect to Reynolds number



Fig. 4 Convective heat transfer coefficient vs. air flow velocity
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The decrease in air flow velocity and increase in diameter of pipe results in decrease in

pressure drop. This is in disagreement with the thermal demand of a small diameter. In

each case, a large number of pipes are beneficial. The combination of pipe length and

diameter has to be optimized.

To evaluate the overall thermo-hydraulic performance of a specific configuration, the J-

factor, introduced by De Paepe and Janssens (2003) was used. It is the ratio of the pressure

drop to the NTU value and was shown to be a good performance metric of an earth–air

heat exchanger.

J ¼ ΔP
NTU

ð18Þ

Conclusions
The earth–air heat exchanger is a promising technique which can effectively be used to

preheat the air in winter and vice versa in summer. Many researchers have developed

EAHE design equations and procedures. For a complete analysis of the EAHE system,

the use of CFD is recommended but it is limited to those who have a good command

over it. For the initial design of an EAHE system, the use of basic heat transfer equa-

tions is more suitable to determine the geometrical dimensions of the system. In this

paper, the author has developed a one-dimensional model of the EAHE system. The

method to calculate the EUT and more recently developed correlations for friction fac-

tor and Nusselt number are used to ensure higher accuracy in the calculation of heat

transfer. The value of EUT for Bhopal (Central India) was calculated as 25.2 °C. It was

observed that Nusselt number increases with increase in Reynolds number.

The design of earth–air heat exchanger mainly depends on the heating/cooling load

requirement of a building to be conditioned. After calculation of heating/cooling load,

the design of the earth–air heat exchanger only depends on the geometrical constraints

and cost analysis. The diameter of pipe, pipe length, and number of pipes are the main

parameters to be determined. With an increase in length of pipe, both pressure drop

and thermal performance increase. A longer pipe of smaller diameter buried at a

greater depth and having lower air flow velocity results in an increase in performance

of the EAHE system.
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